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FIRST FLOOR PLAN - ELECTRICAL
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EXISTING EMPTY 3" PATHWAY
TO SUB-BASEMENT, REFER TO
1/1-E1 FOR CONTINUATION, E.C.
TO FIELD VERIFY EXACT ROUTING
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NEW 100A ENCLOSED
CIRCUIT BREAKERS
'CB—-601" AND 'CB-701’
FOR PANELS ‘601" AND
'701’, REFER TO 1-E6

FIFTH FLOOR PLAN - ELECTRICAL

SCALE: 1/16"=1"-0"

PROJECT AREA

PROJECT AREA

DG

Vo

— 1

e

NEW PANEL
'207H' C2D

SECOND FLOOR PLAN - ELECTRICAL

PROJECT AREA

SCALE: 1/16"=1"-0"

DG

et

OOoooooOonot

[ S I — |
v
R
i

N—NEW PANEL '4PW C3D)
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GENERAL NOTES

1.

REFER TO 1-E7 FOR ELECTRICAL NOTES
AND SCHEDULES.

KEYNOTES

1‘

EXISTING FLUSH MOUNTED PANEL TO BE
REPLACED IN SAME LOCATION UTILIZING
SAME BACKBOX. PROVIDE NEW PANEL
INTERIOR AND COVER CUSTOM SIZED TO
FIT IN EXISTING FLUSH BACKBOX. PROVIDE
ALL NEW BRANCH BREAKERS IN
QUANTITIES AND SIZES TO MATCH
EXISTING. DISCONNECT ALL EXISTING
CIRCUITS AND RECONNECT TO NEW
BREAKERS ALL DOWNTIME AND SWITCH
OVERS TO BE COMPLETED ON OFF HOURS
WITH LIMITED AND COORDINATED OUTAGES.
OUTAGES IN AFTER HOURS SHALL NOT
EXCEED 8 HOURS PER SCHEDULED
OUTAGE.

EXISTING SURFACE MOUNTED PANEL TO BE
REPLACED IN SAME LOCATION WITH NEW
BACKBOX. PROVIDE ALL NEW BRANCH
BREAKERS IN QUANTITIES AND SIZES TO
MATCH EXISTING. DISCONNECT ALL
EXISTING CIRCUITS AND RECONNECT TO
NEW BREAKERS. ALL DOWNTIME AND
SWITCH OVERS TO BE COMPLETED ON OFF
HOURS WITH LIMITED AND COORDINATED
OUTAGES. OUTAGES IN AFTER HOURS
SHALL NOT EXCEED 8 HOURS PER
SCHEDULED OUTAGE.

EXISTING FLUSH MOUNTED PANEL TO BE
REPLACED IN SAME LOCATION WITH NEW
BACKBOX. CUT EXISTING WALL OPEN TO
INSTALL NEW PANEL AND INTERCEPT
EXISTING CONCEALED CONDUITS. PROVIDE
ALL NEW BRANCH BREAKERS IN
QUANTITIES AND SIZES TO MATCH
EXISTING. DISCONNECT ALL EXISTING
CIRCUITS AND RECONNECT TO NEW
BREAKERS. ALL DOWNTIME AND SWITCH
OVERS TO BE COMPLETED ON OFF HOURS
WITH LIMITED AND COORDINATED OUTAGES.
OUTAGES IN AFTER HOURS SHALL NOT
EXCEED 8 HOURS PER SCHEDULED
OUTAGE

EXISTING SURFACE MOUNTED
COLUMN—WIDTH DISTRIBUTION PANEL TO
BE REPLACED IN SAME LOCATION WITH
NEW COLUMN-WDTH BACKBOX. PROVIDE
ALL NEW BRANCH BREAKERS IN
QUANTITIES AND SIZES TO MATCH
EXISTING. DISCONNECT ALL EXISTING
CIRCUITS AND RECONNECT TO NEW
BREAKERS. ALL DOWNTIME AND SWITCH
OVERS TO BE COMPLETED ON OFF HOURS
WITH LIMITED AND COORDINATED OUTAGES.
OUTAGES IN AFTER HOURS SHALL NOT
EXCEED 8 HOURS PER SCHEDULED
OUTAGE.

CONNECT TO EXISTING HOSPITAL POWER
LOGIC NETWORK. REVISE GRAPHICAL USER
INTERFACE AS REQUIRED TO VIEW DATA
FROM NEW POWER MONITOR. THE POWER
MONITOR MUST BE FULLY FUNCTIONAL AND
DISPLAY DATA SIMILAR TO EXISTING
POWER MONITORS.

E.C. TO CONFIRM NEW BREAKER SIZES
MATCH EXISTING BREAKERS IN OLD 'BD’
PRIOR TO ORDERING.
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D NEW PANEL ‘604"

SHAFT.

CONNECT TO EXISTING FEEDER
(2 SETS OF 250KCM)
PREVIOUSLY FEEDING OLD ’58D’
FROM EXISTING 1000A BUS IN
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INTERCEPT EXISTING FEEDER
AT OR NEAR OLD °5BD’ FOR
CONNECTION TO NEW °5BD’,
FEEDER TO MATCH EXISTING IF
EXTENSION IS REQUIRED, TYP.
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